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February 17,2004 

Thomas M. Dorman 
Executive Director 
Public Service Commission of Kentucky 
Attn: Robert Amato 
21 1 Sower Boulevard 
1’. 0. Box 615 
Frankfort, KY 40602-0615 

Re: Case No. 99-441 

Dear Mr. Dorman: 

Pursuant to the October 25,2000 Revised Amended Sample Meter Pilot Testing 
Plan, Appendix A, Section I (4), enclosed for filing is the Company’s certified test 
results of all new meters received. 

Also. pursuant to Appendix A, Section I1 (D)(3)(b) of the Plan, enclosed [or filing 
is the Statistical Sampling Plan for Kentucky Power Company’s 2003 Sample 
Test Results. As you can see by the enclosed test results, the Company had a 
group of meters that failed (Group K3D42). In accordance with the meter pilot 
plan, the Company is proposing an alternative test plan for year 2004 which will 
include and address the failed group. 

Kentucky Power’s Westinghouse D4S meters which are in Group K3D42 is madc 
up of4,13 I meters. This group’s population is made up of 2,271 meters with a 
serial number in the range of 68,000,000 to 68,999,999 and 1,860 meters which 
have a different serial number range. The 2,270 meters were purchased in 1982. 
In  reviewing the meter test results of Kentucky Power Company as well as the 
meter test results of the other AEP east Companies, it was easily determined that 
meters with the serial number range of68,000,000 to 68,999,999 were the reason 
Group K3D42 hiled. 
















































































































































